
High Quality Water Delivered to 

Your Tap 
 

Last year, Nipomo Community Services District (District) 

tap water met all USEPA and State drinking water health 

standards. The District vigilantly safeguards its water sup-

plies and we are proud to report that our system did not vio-

late a maximum contaminant level or any other water quali-

ty standard. This brochure is a snapshot of last year’s water 

quality. Included are details about where your water comes 

from, what it contains, and how it compares to State stand-

ards. We are committed to providing you with information 

because informed customers are our best allies. 
 
Questions  

For more information about this report, or for any ques-

tions relating to your drinking water, please call          

(805) 929-1133 and ask for General Manager,              

Mario Iglesias, or visit our website at www.ncsd.ca.gov.  
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Annual Tests Show Nipomo’s Water Meets 
Quality Standards 

 

This report contains important information regarding your drinking water provided by the Nipomo    

Community Services District during 2015.  If needed, you may choose to translate it or speak with some-

one who understands the report. 

 
Este informe contiene información muy importante sobre su agua potable. Tradúzcalo o hable con        
alguien que lo entienda bien.  

2 0 1 5  C O N S UM E R  C O N F I D E NC E  R E P O R T  

 

http://www.ncsd.ca.gov


Our Water Quality Professionals Provide Around-the-Clock Service  
Our water quality professionals maintain, treat, and test the water system ensuring quality water is delivered to your home or 
business. On-call personnel are available after hours 7 days a week. 

Results of 2015 Drinking Water Quality Tests 

G E N E R AL IN F ORM ATI O N  
Sources of drinking water (both tap and bottled 
water) include rivers, lakes, streams, ponds, reser-
voirs, spring, and wells.  As water travels over the 
surface of the land or through the ground, it dis-
solves naturally-occurring minerals and, in some 
cases, radioactive material, and can pick up sub-

stances resulting from the presence of animals or 
from human activity. 

 

Contaminants that may be present in source water 
include: 
Microbial contaminants, such as viruses and bac-
teria, which may come from sewage treatment 
plants, septic systems, agricultural livestock opera-
tions and wildlife. 
Inorganic contaminants, such as salts and metals, 
which can be naturally-occurring or result from 
urban stormwater runoff, industrial or domestic 

wastewater discharges, oil and gas production, 
mining or farming. 
Pesticides and herbicides, that may come from a 
variety of sources such  as agriculture, urban storm-
water runoff, and residential uses. 
Radioactive contaminants, that can be naturally-
occurring or the result of oil and gas production 
and mining activities.  

Organic chemical contaminants, including syn-
thetic and volatile organic chemicals, that are by-
products of industrial processes and petroleum 
production, and can also come from gas stations, 
urban stormwater runoff, agricultural application 
and septic systems. 
 
 

E N S UR I NG  WATE R  S AF E T Y  
In order to ensure that tap water is safe to drink, the 
U.S. Environmental Protection Agency (USEPA) 
and the California State Water Resources Control 
Board (State Board) prescribe regulations that limit 
the amount of certain contaminants in water pro-
vided by public water systems.  State Board regula-

tions also establish limits for contaminants in bot-
tled water that provide the same protection for pub-
lic health. 
Drinking water, including bottled water, may rea-
sonably be expected to contain at least small 
amounts of some contaminants.  The presence of 
contaminants does not necessarily indicate that 
water poses a health risk.  More information about 
contaminants and potential health effects can be 

obtained by calling the USEPA's Safe Drinking 
Water Hotline (800-426-4791). 
 

P E O PL E WI TH  S PE C I AL N EE D S  
Some people may be more vulnerable to contami-
nants in drinking water than the general population. 

Immuno-compromised persons such as persons 
with cancer undergoing chemotherapy, persons 
who have undergone organ transplants, people with 
HIV/AIDS or other immune system disorders, 
some elderly, and infants can be particularly at risk 
from infections.  These people should seek advice 
about drinking water from their health care provid-
er.  USEPA/Centers for Disease Control (CDC) 
guidelines on appropriate means to lessen the risk 

of infection by Cryptosporidium and other microbi-
al contaminants are available from the Safe Drink-
ing Water Hotline: (800-426-4791).  
 

YO U R  N CS D  WATE R  
The Nipomo Community Services District is com-
mitted to producing the highest quality drinking 
water from two sources of supply: District water 
wells located in the Nipomo Mesa, and City of 
Santa Maria water delivered to the District via the 
Nipomo Supplemental Water Project interconnect. 
City of Santa Maria Water is a blend of groundwa-
ter and surface water. In 2015, the District received 
about 16 percent of its water from the City of Santa 
Maria.  
All water is disinfected and introduced to the Dis-
trict water distribution system. The District’s water 
distribution system includes over ninety miles of 
piping and 5 storage tanks with 4 million gallons of 
combined capacity. Ground elevation relative to the 
tanks controls the water pressure throughout the 
system. 
 

WATE R  S O U R C E AS S ES SM E N T 
AN D  S E CU R I TY  
An assessment of the drinking water sources for the 
Nipomo Community Services District was com-
pleted in 2001. The sources are considered most 
vulnerable to the following activities associated 

with contaminants detected in the water supply: 
historic gas stations, low and high density septic 
systems and wastewater treatment plants. A copy of 
the complete assessment is available at the District 
office. 
The District has implemented security systems to 
protect the distribution and storage of the drinking 
water.  These measures are part of our ongoing 

operation and ensure the safe treatment and deliv-
ery of your drinking water. 

The tables on the next page list all of the drinking water contaminants that were detected during the most recent sampling. The presence of contaminants in the 
water does not necessarily indicate the water poses a health risk. State and Federal regulations require us to monitor for certain contaminants less frequently 
than once per year because the concentrations of those contaminants are not expected to vary significantly from year to year.   

T E RM S,  AB B RE VI A TI O N S A N D NO T E S FO R TH I S RE PO R T  
Maximum Contaminant Level (MCL): The highest 

level of a contaminant that is allowed in drinking water. 

Primary MCLs are set as close to the PHGs (or 

MCLGs) as is economically and  technologically  feasi-

ble.  Secondary  MCLs  are  set  to protect the odor, taste, 

and appearance of drinking water. 

Maximum Contaminant Level Goal (MCLG): The 

level of a contaminant in drinking water below which 

there is no known or expected risk to health. MCLGs are 

set by the U.S. Environmental Protection Agency. 

Public Health Goal (PHG): The level of a contaminant 

in drinking water below which there is no known or 

expected risk to health. PHGs are set by the California 

Environmental Protection Agency. 

Maximum Residual Disinfectant Level (MRDL): The 

highest level of a disinfectant allowed in drinking water.  

There is convincing evidence that addition of a disinfect-

ant is necessary for control of microbial contaminants. 

Maximum Residual  Disinfectant  Level  Goal  

(MRDLG): The level of a drinking water disinfectant 

below which there is no known or expected risk to 

health.   

Primary Drinking Water Standards (PDWS): MCLs 

and MRDLs for contaminants that affect health along 

with their monitoring and reporting requirements, and 

water treatment requirements. 

Secondary Drinking Water Standards (SDWS): MCLs 

for contaminants that affect taste, order, or appearance of 

the drinking water. Contaminants with SDWSs do not 

affect health at the MCL levels. 

Regulatory Action Level (AL): The concentration of a 

contaminant which, if  exceeded, triggers treatment or  

other requirements that a water system must follow. 

LRAA: Locational Running Annual Average 

NA: Not Applicable 

ND: Not Detected 

NL: Notification Level 

NTU: Nephelometric Turbidity Units 

ppm: parts per million or milligrams per liter (mg/L)  

ppb: parts per billion or micrograms per liter (µ g/L)  

µS/cm: microsiemens per centimeter (unit of specific 

conductance of water) 

 (a) Aluminum has a Secondary MCL of 200 ppb. 

 (b) Arsenic (10 ppb) is based on a running 1-year average.  

 While your drinking water meets the federal and state stand- 

 ard for arsenic, it does contain low levels of arsenic.  The  

 arsenic standard balances the current understanding of ar- 

 senic’s possible health effects against the costs of removing  

 arsenic from drinking water.  The U.S. Environmental Protec- 
 tion Agency continues to research the health effects of low  

 levels of arsenic, which is a mineral known to cause cancer in  

 humans at high concentrations and is linked to other health  

 effects such as skin damage and circulatory problems.  

 (c) Fluoride is added to the City of Santa Maria water to help  

 prevent cavities. Target fluoride levels are set by State Water  

 Resources Control Board Division of Drinking Water.  

 (d) Total coliform MCL: No more than 5% of monthly sam- 

 ples for City of Santa Maria, or 1 monthly sample for NCSD,  

 may be Total Coliform positive.  

(e) Compliance based on the locational running annual aver- 

age  (LRAA) of distribution system samples. 

(f) All samples were below action levels. 

(g) Water quality information from individual wells includes 

samples collected from 2015 and previous years as noted.    
* About Nitrate: Nitrate in drinking water at levels above 10 
mg/L is a health risk for infants of less than six months of age.  
Such nitrate levels in drinking water can interfere with the 
capacity of the infant’s blood to carry oxygen, resulting in a 
serious illness; symptoms include shortness of breath and 
blueness of the skin.  Nitrate levels above 10 mg/L may also 
affect the ability of the blood to carry oxygen in other individ-
uals, such as pregnant women and those with certain specific 
enzyme deficiencies.  If you are caring for an infant, or you 
are pregnant, you should ask advice from your health care 
provider. 
* About Turbidity: Turbidity is a measure of the cloudiness 

of the water. We monitor it because it is a good indicator of 
water quality. High turbidity can hinder the effectiveness of            
disinfectants. 
* About Lead: If present, elevated levels of lead can cause 
serious health problems, especially for pregnant women and 
young children. Lead in drinking water is primarily from 
materials and components associated with the service lines 
and home plumbing. Nipomo Community Services District is 
responsible for providing high quality drinking water, but 
cannot control the variety of materials used in plumbing com-
ponents. When your water has been sitting for several hours, 
you can minimize the potential for lead exposure by flushing 
your tap for 30 seconds to 2 minutes before using water for 
drinking or cooking. If you do so, you may wish to collect the 
flushed water and reuse it for another beneficial purpose, such 
as watering plants. If you are concerned about lead in your 
water, you may wish to have your water tested. Information 
on lead in drinking water, testing methods, and steps you can 
take to minimize exposure is available from the Safe Drinking 
Water Hotline or at http://www.epa.gov/safewater/lead.   



                         SECONDARY DRINKING WATER STANDARDS - AESTHETIC STANDARDS 

Chloride  ppm 500 NA 32 - 91 53 43 - 81 58 Runoff/leaching from natural deposits; sea-
water influence. 2015 2014 

Color Units 15 NA NA NA ND - 9 1 Naturally-occurring organic materials. 2015 2014 

Iron ppb 300 NA NA NA ND - 90 60 Runoff/leaching from natural deposits; in-
dustrial wastes. 2015 2015 

Manganese ppb 50 NA NA NA 
7.2 - 
26.7 

16.7 Leaching from natural deposits. 2015 2015 

Odor Threshold  Units 3 NA 1 - 2 2 ND - 4 3 Naturally-occurring organic materials. 2015 2014 

Specific Conduct-
ance 

µS/
cm 1600 NA 940 -

1100 1010 627 - 1050 857 Substances that form ions when in water; 
seawater influence. 

2015 2014 

Sulfate ppm 500 NA 220 - 
330 290 56.5 - 335 203 Runoff/leaching from natural deposits; in-

dustrial wastes. 
2015 2014 

Total Dissolved   
Solids 

ppm 1000 NA 590 - 
800  720 410 - 760 592 Runoff/leaching from natural deposits. 2015 2014 

*Turbidity NTU 5 NA <.1 - .5 .1 
ND - 
11.5 

0.7 Soil runoff. 2015 2014 

                       LEAD AND COPPER SAMPLING PROGRAM - SAMPLING OCURRED IN SEPTEMBER 2015 

Parameter Units 
Samples 

Collect-

ed 

90th Percentile 

Level Detected 

Number of Sites  

Exceeding AL  
AL PHG 

 

MAJOR SOURCES 

Copper (f) ppm 30 .37 0  1.3 0.3 Plumbing system corrosion; erosion of natural deposits.  

*Lead (f) ppb 30 2.4 15 0.2 Plumbing system corrosion; erosion of natural deposits.  0  

                  PRIMARY DRINKING WATER STANDARDS - MANDATORY HEALTH-RELATED STANDARDS 

Parameter Units 
State 

MCL 

PHG 

(MCLG) 

PURCHASED CITY OF SANTA 

MARIA WATER  
  

MAJOR SOURCES 

LOCAL  

GROUNDWATER (g)  

RANGE AVER-

AGE 

YEAR RANGE AVER-

AGE 

YEAR 

Aluminum (a) ppb 1000 600 ND-110 73 2015 NA NA 2015 Residue from water treatment; erosion of 
natural deposits. 

Arsenic (b) ppb 10 0.004 NA NA 2015 ND - 11 6 2014-
2015 

Residue from water treatment; erosion of 
natural deposits. 

Barium ppm 1 2 NA NA 2015 ND - .11 ND 2014 Erosion of natural deposits. 

Cadmium ppb 5 0.04 NA NA 2015 ND - 4.1 ND 2014 Plumbing system corrosion; erosion of natu-
ral deposits. 

Hexavalent          
Chromium 

ppb 10 0.02 NA NA 2015 ND - 2.1 1.1 2014 Erosion of natural deposits; industrial wastes. 

Fluoride (c) ppm 2 1 .60 - 1.1 .86 2015 NA NA 2015 Erosion of natural deposits; additive to pro-
mote strong teeth. 

*Nitrate as N  ppm 10 10 .45 - 4.5 2.4 2015 1.5 - 5.7 3.2 2015 Leaching from fertilizers; erosion of natural 
deposits. 

Selenium ppb 50 30 NA NA 2015 ND - 7 ND 2014 Erosion of natural deposits; industrial wastes. 

Thallium ppb 2 1 NA NA 2015 ND - 1 ND 2014 Industrial wastes. 

Gross Alpha pCi/L 15 (0) NA NA 2015 ND - 5.3 ND 2006-
2014 

Erosion of natural deposits. 

Uranium pCi/L 20 0.43 NA NA 2015 2.52 - 
4.54 

3 2006-
2014 

Erosion of natural deposits. 

Total Chlorine  
Residual ppm 

MRDL
= 4.0 

MRDLG

= 4.0 .2 - 3.7 2.5 2015 1.1 - 1.9 1.4 2015 Measure of the disinfection of the water. 

Total Coliform  
Bacteria (d) NA 

See 
note(c) 

(0) 0 - 2.3% .26% 2015 0 0 2015 Naturally present in the environment. 

Total  
Trihalomethanes (e) ppb 80 NA <1 - 32 17.2 2015 7.9 - 35.7 21.8 2015 Byproduct of drinking water chlorination. 

Haloacetic Acids (e) ppb 60 NA <1 - 7.0 4.2 2015 1 - 4 2.5 2015 Byproduct of drinking water chlorination. 

DISTRIBUTION SYSTEM MONITORING 

                                                         ADDITIONAL PARAMETERS (UNREGULATED) 

Alkalinity (Total) as 
CaCO3  

ppm NA NA 
140 - 
210 183 NA NA 

Runoff/leaching from natural deposits; sea-
water influence. 

2015 2015 

Boron ppb NL = 
1000 NA <100 - 

220 145 ND - .2 ND Runoff/leaching from natural deposits; sea-
water influence. 

2015 2014 

Calcium ppm NA NA 59 - 110 92 NA NA Runoff/leaching from natural deposits; sea-
water influence. 

2015 2015 

Hardness (Total) as 
CaCO3 

ppm NA NA 270 - 
500 

423 164 - 
459 

314 Leaching from natural deposits. 2015 2011 - 
2014 

Magnesium ppm NA NA 30 - 52 44 NA NA 
Runoff/leaching from natural deposits; sea-
water influence. 

2015 2015 

pH 
pH 

units NA NA 6.3 - 7.9 7.5 NA NA 
Runoff/leaching from natural deposits; sea-
water influence. 

2015 2015 

Potassium ppm NA NA 2.7 - 3.5 3.2 NA NA Runoff/leaching from natural deposits; sea-
water influence. 

2015 2015 

Sodium ppm NA NA 53 - 80 64 45 - 71 59 
Runoff/leaching from natural deposits; sea-
water influence. 

2015 2014 

Vanadium ppb 
NL = 

50 NA 3.2 - 5.4 4.0 6 - 11 9.0 
Runoff/leaching from natural deposits; com-
bustion of fossil fuels 

2015 2014 



DROUGHT CONTINUES:  
Conservation Still Needed 

Focus conservation efforts outdoors 

The District’s conservation efforts 

remain steady and exceed the State’s 

mandated 28% reduction.   

 

As of June 2016, District customers 

have reduced consumption an aver-

age of  31.8% overall compared to 

2013. Additionally, thanks to the ar-

rival of supplemental water last July, 

groundwater pumping is down an 

average of 47% when compared to  

5-year averages!  

 

With the continued drought and lack 

of rain, conservation remains very 

important. Customers should stay 

vigilant when it comes to water con-

servation and focus on using only the 

water they need. As always, saving 

water saves money!  

 

For conservation information and 

tips, visit the District’s website at 

www.ncsd.ca.gov or on Facebook 

and Twitter (/NipomoCSD). 

Nipomo Community Services District 

148 S Wilson St, PO Box 326, Nipomo, CA 93444 | (805) 929-1133 | info@ncsd.ca.gov | www.ncsd.ca.gov 

ST AY C O N NE C T E D  
 

NCSD Regular Board meetings are open to the public. Meetings take place every second and fourth Wednesday at    

9:00 AM in the NCSD Board Room, 148 S Wilson St, Nipomo. 

 

If you have questions regarding the information in this report, please call the District at 929-1133  

Monday - Friday 8AM - 4:30PM or email info@ncsd.ca.gov  

Focus Conservation Efforts 

Outdoors 

 Cut down watering of 

landscapes. Most water usage is 

outdoors. It’s OK to have 

brown spots in your lawn. The 

lawn will come back. 

 Check irrigation system timers 

to insure settings are correct 

and watering times are 

minimized. 

 Check for irrigation system 

leaks and overspray. 


